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Fan to Building Wiring Connection

Figure 35 - Wiring Connection Details

1. Disconnect Switch

2. Galflex Conduit (In Unit)

3. Factory Wiring

4. Field Supplied Wiring - From building power or 
pre-wired control panel. 

5. 120V Single Phase Standing Power

6. 208-240 Single Phase

7. Three Phase
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